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WATER CONSERVATION PLAN APPROVAL 

 

May 8, 2018 

 

Stephen Brewer 

Town of Raymond 

Public Works Department 

4 Epping Street 

Raymond, NH 03077 

sbrewer@raymondnh.gov 

 

Transmitted via Email 

 

Subject: Raymond – Raymond Water Department (PWS ID #: 1971010) 

  Water Conservation Plan, NHDES # 150002 
 

Dear Mr. Brewer: 

 

On April 25, 2018, the New Hampshire Department of Environmental Services (“DES”) Drinking Water 

and Groundwater Bureau received a Water Conservation Plan (the “WCP”), signed on April 25, 2018, for 

Raymond Water Department located in Raymond, New Hampshire.  Pursuant to RSA 485:61 and Env-

Wq 2101, community water systems seeking permits from DES for new sources of groundwater shall 

submit a water conservation plan to DES.  Based on review of the WCP, DES has determined the WCP 

complies with Env-Wq 2101, Water Conservation rules. 

 

Pursuant to Env-Wq 2101, the Town of Raymond and the Rockingham Planning Commission were 

provided a copy of the WCP, along with other required materials. 

 

DES approves the WCP based on the following conditions: 

 

1. No later than source activation, all source meters, distribution meters, meters measuring water 

consuming processes, and any transfer meters and data loggers shall be installed. 

 

2. Upon source activation, source meters and any other meters measuring water consuming 

processes prior to distribution shall continue to be read at least monthly (no sooner than 27 days 

and no later than 33 days from the last meter reading). 

 

3. The system shall continue to report monthly water use for sources and destinations to the DES 

Water Use Registration and Reporting Program on a quarterly basis. 

 

4. Meters shall continue to be installed on all service connections and points of transfer to 

consecutive water systems and privately owned redistribution systems that are added to the 

system. 

 

5. Service meters shall continue to be read at least quarterly (no sooner than 83 days and no later 

than 97 days from the last meter reading). 
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6. Within 2 years of source approval, a conservation rate structure shall be implemented for 

residential connections and residents shall be billed at least quarterly.   

 

a. Residents shall be charged based on the amount of water each residential connection 

uses, and the rate shall be structured so that the cost per gallon(s) is either constant or 

increasing with the amount of water used. 

 

7. Upon source approval, a water balance (the difference between the system input volume and the 

metered authorized consumption) shall be reported annually to DES.  The water balance shall be 

reported by March 1 for the prior year using the online reporting tool. 

 

8. All meters shall be installed per the manufacturer’s instructions or American Water Works 

Association standards. 

 

9. Upon source activation, all meters shall be tested and maintained based on the schedule proposed 

in the WCP. 

 

10. Within one year of source approval, a leak detection and repair program shall be implemented in 

accordance with the WCP. 

 

11. Leaks shall be repaired within 60 days of discovery. 

 

12. From the date of this approval, all new non-metallic pipes installed in the system shall be 

outfitted with detectable tracer tape or detectable tracer wire, or be GPS located and maintained in 

a GIS system. 

 

13. No later than source activation, a water conservation outreach and education program shall be 

implemented in accordance with the WCP. 

 

14. Within 5 business days of source approval, any consecutive water systems or privately owned 

redistribution systems receiving water from this system shall be sent a letter through certified 

mail with return receipts requested and informed of the proposed source activation date as well as 

a statement indicating that upon source activation, they will be required to comply with Env-Wq 

2101. 

 

15. Within 60 days of obtaining source approval, the system shall send copies of the certified mail 

return receipts requested in #14., above, to DES. 

 

16. Every three years from the date of this approval, a Water Conservation Plan Ongoing 

Compliance Reporting Form shall be submitted to DES documenting how the system has 

maintained compliance with the WCP.  The following records shall be maintained by the water 

system to include with the report: 

 

a. A leak log including the date a leak was discovered, the date a leak was repaired, the type 

of leak (ex. water main, service line, hydrant, valve), the approximate size of the leak 

(gpm), and the nearest address to the leak. 

 

b. Verification that the system became a WaterSense partner and examples of WaterSense 

Program promotion. 
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c. Date of installation and replacement of all meters as well as testing and calibration 

records. 

 

d. Leak detection survey reports. 

 

17. Proposed changes to the WCP shall not be implemented unless approved by DES. 

 

The online Annual Water Balance Reporting Form and the Water Conservation Plan Ongoing 

Compliance Reporting Form may be located by going to the DES website (www.des.nh.gov), clicking on 

the “A-Z List” in the top right corner of the page, clicking “Water Conservation,” and scrolling down to 

“Forms/Applications.” 

 

Please feel free to contact me with any questions at (603) 271-0659 or via e-mail at 

kelsey.vaughn@des.nh.gov. 

 

Sincerely, 

 
Kelsey Vaughn 

Water Conservation Program 

Drinking Water and Groundwater Bureau 

 

ec:  Scott Keddy, Denise O’Grady, Craig Wheeler; Town of Raymond 

 Lynnette Carney; Underwood Engineers, Inc. 

 Tim Roache; Rockingham Planning Commission 

Steve Roy, Rick Skarinka, Stacey Herbold; DES 

http://www.des.nh.gov/
mailto:kelsey.vaughn@des.nh.gov
























Water Audit Report for:

Reporting Year: 2016 1/2016 - 12/2016

Data Validity Score: 62

Water Exported Revenue Water

0.000 0.000

Billed Metered Consumption (water exported 

is removed)
Revenue Water

85.400

Own Sources
Authorized 

Consumption
85.400 Billed Unmetered Consumption 85.400

0.000

88.598 Unbilled Metered Consumption

1.740

116.618 3.198 Unbilled Unmetered Consumption

1.458

System Input Water Supplied Unauthorized Consumption 31.218

116.618 Apparent Losses 0.292

116.618 7.064 Customer Metering Inaccuracies

6.559

Systematic Data Handling Errors

Water Losses 0.214

Water Imported 28.020
Leakage on Transmission and/or Distribution 

Mains

Real Losses Not broken down

0.000
20.956

Leakage and Overflows at Utility's Storage 

Tanks

Not broken down

Leakage on Service Connections
Not broken down

AWWA Free Water Audit Software: Water Balance

Non-Revenue Water 

(NRW)

Billed Authorized Consumption

Unbilled Authorized Consumption

(Adjusted for known 

errors)

Billed Water Exported

Town of Raymond  (Town of Raymond)

WAS v5.0

American Water Works Association.
Copyright © 2014, All Rights Reserved.

AWWA Free Water Audit Software v5.0 Water Balance     1


